Sensor Coil

Load 1 Line 1

N N

Load 1 Line 1

N N

120V Source 2

Hot
Neutral
Safety Ground

Dashed line indicates optional grounding link between both ground studs. Optional, but is installed by default. Remove if Galvanic Isolator is used in the system.

IN from Galvanic Isolator

OUT to Galvanic Isolator

IN from
Galvanic Isolator

120V Load 2

120V Load 1

120V Source 2

120V Source 1

Galvanic Isolator

Icon Key

In-Line Fuse Holder

Quick Connect Junction

Hot
Neutral
Safety Ground

IMPORTANT
Load Hot and Neutral must pass through the Sensor Coil Ring